
Building Reviewed
for Code Compliance

ENewcom1 
07/22/2021

PLANNING & DEVELOPMENT SERVICES
PLANNING & DEVELOPMENT SERVICES

THE PREMISE OWNER OR RESPONSIBLE
PERSON SHALL HAVE THE BACKFLOW
PREVENTION ASSEMBLY TESTED BY A
CERTIFIED BACKFLOW ASSEMBLY TESTER
AT THE TIME OF INSTALLATION, REPAIR,
OR RELOCATION AND AT LEAST ON AN
ANNUAL SCHEDULE THEREAFTER.

Electrical Reviewed
for Code Compliance

DSantac2 
07/29/2021

PLANNING & DEVELOPMENT SERVICES

PLANNING & DEVELOPMENT SERVICES

SShield1 
08/09/2021

Zoning Approval
Building Plan

C-3 STAIR WORK ONLY

Fire sprinkler plans shall be submitted to and a permit obtained from TFD
Owner to obtain an operational permit for State Licensed Facility from TFD

Fire Reviewed for
Code Compliance

JPeel1
08/10/2021

TUCSON FIRE DEPARTMENT

T21CM05739

EHambli1
Rectangle


