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75 E. BROADWAY

SCHEMATIC DESIGN PACKAGE

MONRAD ENGINEERING, INC

electrical engineer

926 East Ft. Lowell Road, Suite 200

Tucson, AZ 85711-1018

(520) 884-0045       - fax: (520) 884-0048

www.monradengineeringinc.com

Chris Monrad, PE chrismonrad@monradengineeringinc.com

design team
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exterior perspective

sheet index

GENERAL
g1.0 COVER SHEET

CIVIL
c0.0 COVER SHEET
c1.0 NOTES SHEET
c2.0 DEMOLITION PLAN
c3.0 SITE PLAN
c4.0 GRADING/DRAINAGE PLAN
c5.0 HORIZONTAL CONTROL PLAN
c6.0 UTILITY PLAN
c7.0 DETAIL SHEET
c7.1 DETAIL SHEET
c7.2 DETAIL SHEET

LANDSCAPE
L1.0 HARDSCAPE MATERIALS 
L1.1 HARDSCAPE LAYOUT
L2.0 PLANTING PLAN
L3.0 IRRIGATION PLAN
L4.0 LANDSCAPE DETAILS
L4.1 LANDSCAPE DETAILS
L4.2 LANDSCAPE DETAILS
L4.3 LANDSCAPE DETAILS
L4.4 LANDSCAPE DETAILS

STRUCTURAL
S1.0 GENERAL STRUCTURAL NOTES
S1.1 GENERAL STRUCTURAL NOTES
S1.2 TYPICAL DETAILS
S1.3 TYPICAL DETAILS
S1.4 TYPICAL DETAILS
S1.5 CONCRETE COLUMN SCHEDULE
S2.0 FOUNDATION / SLAB PLAN
S2.1 2ND FLOOR RETAIL SLAB PLAN
S2.2 PARKING LEVEL SLAB PLAN
S2.3 OFFICE LEVEL SLAB PLAN
S2.4 RESIDENTIAL LEVEL SLAB PLAN
S3.0 FOUNDATION DETAILS
S4.0 FRAMING DETAILS

ARCHITECTURAL
a1.0 GROUND FLOOR PLAN - RETAIL
a1.1 2ND FLOOR PLAN - RETAIL
a1.2 3RD FLOOR PLAN - PARKING ENTRANCE
a1.3 4TH FLOOR PLAN - TYPICAL PARKING
a1.4 9TH FLOOR PLAN - TOP PARKING
a1.5 10TH FLOOR PLAN - TYPICAL OFFICE
a1.6 15TH FLOOR PLAN - TYPICAL RESIDENTIAL
a1.7 19TH FLOOR PLAN - PENTHOUSE
a1.8 ROOF PLAN
a1.9 BASEMENT PLAN
a4.0 BUILDING ELEVATIONS
a4.1 BUILDING ELEVATIONS
a5.0 BUILDING SECTIONS
a5.1 BUILDING SECTIONS
a5.2 BUILDING SECTIONS
a5.3 BUILDING SECTIONS

KC MECHANICAL

mechanical engineer

5447 E 5th St # 112

Tucson AZ 85711-2345

(520) 327-0432       - fax: (520) 327-0432

www.kcmech.net

Ken Cawthorne, PE kenc@kcmech.net

SCHNEIDER STRUCTURAL ENGINEERS

structural engineer

435 East 9th Street

Tucson, AZ 85705

(520) 512-8183       - fax: (520) 512-8169

www.sastructural.com

Ron Schneider, PE rschneider@sastructural.com

The Planning Center

landscape architect

2 E Congress St

Tucson AZ 85701

(520) 623.6146       -

Linda Morales lmorales@azplanningcenter.com

Psomas

civil engineer

333 E Wetmore Rd, Suite 450

Tucson, AZ 85705

(520) 292-2300       -

http://www.psomas.com

Regina Beem, PE rbeem@cypresscivil.com

SWAIM ASSOCIATES LTD. ARCHITECTS AIA

architect

7350 E. Speedway, Suite 210

Tucson, AZ 85710

(520) 326-3700       - fax: (520) 326-1148

www.swaimaia.com

Phil Swaim, AIA pswaim@swaimaia.com

Mark Bollard, AIA mbollard@swaimaia.com
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h1/16" = 1'-0"g1.0

2
location map

MECHANICAL
mn.01 MECHANICAL NARRATIVE
mn.02 FIRE PROTECTION NARRATIVE
m1.1 MECHANICAL PLAN - 1ST FLOOR
m1.2 MECHANICAL PLAN - 2ND FLOOR
m1.9 MECHANICAL PLAN - 9TH FLOOR
m1.14 MECHANICAL PLAN - 14TH FLOOR
m1.18 MECHANICAL PLAN - 18TH FLOOR
m1.19 MECHANICAL PLAN - 19TH FLOOR
m1.20 MECHANICAL PLAN - ROOF
m2.1 MECHANICAL SCHEMATICS
m2.2 MECHANICAL SCHEMATICS
m6.0 MECHANICAL DETAILS
m6.1 MECHANICAL DETAILS
p2.1 PLUMBING DETAILS

ELECTRICAL
en.01 ELECTRICAL NARRATIVE
en.02 ELECTRICAL NARRATIVE
en.03 ELECTRICAL NARRATIVE
e0.0 ELECTRICAL SYMBOL LEGEND, WORK NOTES, SHEET INDEX, & ABBREVIATIONS
es1.1 SITE ELECTRICAL PLAN
e1.1 1st FLOOR POWER PLAN
e1.2 2nd FLOOR POWER PLAN
e1.3 3rd FLOOR POWER PLAN
e1.4 TYPICAL PARKING DECK - LEVELS 4 - 8 POWER PLAN
e1.9 TOP PARKING DECK - LEVEL 9 POWER PLAN
e1.10 TYPICAL OFFICE DECK - LEVELS 10 -14 POWER PLAN
e1.15 TYPICAL RESIDENTIAL DECK - LEVELS 15 - 18 POWER PLAN
e1.19 PENTHOUSE DECK - LEVEL 19 POWER PLAN
e1.20 ROOF - LEVEL 20 POWER PLAN
e2.1 1st FLOOR SPECIAL SYSTEMS PLAN
e2.2 2nd FLOOR SPECIAL SYSTEMS PLAN
e2.3 3rd FLOOR SPECIAL SYSTEMS PLAN
e2.4 TYPICAL PARKING DECK - LEVELS 4 - 8 SPECIAL SYSTEMS PLAN
e2.9 TOP PARKING DECK - LEVEL 9 SPECIAL SYSTEMS PLAN
e2.10 TYPICAL OFFICE DECK - LEVELS 10 -14 SPECIAL SYSTEMS PLAN
e2.15 TYPICAL RESIDENTIAL DECK - LEVELS 15 - 18 SPECIAL SYSTEMS PLAN
e2.19 PENTHOUSE DECK - LEVEL 19 SPECIAL SYSTEMS PLAN
e2.20 ROOF - LEVEL 20 SPECIAL SYSTEMS PLAN
e3.1 1st FLOOR LIGHTING PLAN
e3.2 2nd FLOOR LIGHTING PLAN
e3.3 3rd FLOOR LIGHTING PLAN
e3.4 TYPICAL PARKING DECK - LEVELS 4 - 8 LIGHTING PLAN
e3.9 TOP PARKING DECK - LEVEL 9 LIGHTING PLAN
e3.10 TYPICAL OFFICE DECK - LEVELS 10 -14 LIGHTING PLAN
e3.15 TYPICAL RESIDENTIAL DECK - LEVELS 15 - 18 LIGHTING PLAN
e3.19 PENTHOUSE DECK - LEVEL 19 LIGHTING PLAN
e3.20 ROOF - LEVEL 20 LIGHTING PLAN
e4.0 PARTIAL ONE LINE DIAGRAM
e4.1 PARTIAL ONE LINE DIAGRAM
e4.2 PARTIAL ONE LINE DIAGRAM
e4.3 PARTIAL ONE LINE DIAGRAM
e5.0 FIRE ALARM RISER DIGRAM AND NOTES
e5.1 MDF/IDF RISER DIAGRAM

CORE AND SHELL
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3687 SF

RETAIL

276 SF

FIRE COMMAND
86 SF

IDF

246 SF

FIREFIGHTER
LOBBY

674 SF

ELEVATOR
LOBBY

1359 SF

LOBBY

PROPERTY LINE

PARKING DECK RAMP

FP1

GENERATOR

DECORATIVE WALL AND GATES 20 FEET MIN. WIDTH FOR 
FIRE / EMERGENCY ACCESS

(3) LONG TERM 
BIKE LOCKERS

194 SF

LOBBY

TEP
TRANS.

CC

UP - 7.46% UP - 15.45%

C1 H1

9208 SF
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STAIR A
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SHAFT
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STAIR B

TEP
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GAS SERVICE

0.4 0.50.1 0.5 0.1

0.30.3

0.30.3

0.30.3

F.F.E. -1' - 0" F.F.E. 1' - 5"F.F.E. 0' - 0"

SECURITY

276 SF

FIRE PUMP

499 SF
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PUMPS

9'
-0

"

1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM.

general notes

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 GA. 
LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN INTEGRATED 
WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & HARDWARE 
PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED ACCESS 
ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB EACH 
SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO - MULTI-
COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, FULL 
HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR WOOD 
CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS AND 
EACH DOOR WITH ROOM SIGNAGE, 6"x6" CAST 
ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY - DIRECTIONAL 
SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, OFFSET. CAB 

HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS INSERTS -48" 

HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO INTERNAL 

DRAIN SYSTEM. ALTERNATIVE SURFACE, TILE PER 
KEYNOTES.
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1
1st floor retail - reference floor plan

keynotes

0.1 CAST IN PLACE CONCRETE COLUMN,

0.3 CAST IN PLACE CONCRETE SLAB ON GRADE

0.4 INTEGRAL COLOR CMU.

0.5 1" CLEAR INSULATED GLAZING IN STOREFRONT
FRAMING SYSTEM.
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5634 SF

RETAIL

664 SF

ELEVATOR
LOBBY

86 SF

IDF

263 SF

FIREFIGHTER
LOBBY

OPEN TO BELOW

8013 SF

RETAIL
1886 SF

LOBBY

86 SF

ELECT.

UP - 15.44%

C1 H1

PARKING GARAGE RAMP
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0.5
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SHAFT

STAIR A

ELEV 1 ELEV 2 ELEV 3

ELEV 4 ELEV 5 ELEV 6 ELEV 8

ELEV 7

TRASH CHUTE

STAIR B

SHAFT

417 SF

BUILDING
STORAGE

132 SF

MAIL

130 SF

PACKAGES178 SF

LEASING
OFFICE

153 SF

BUILDING
MNGMT.

209 SF

STORAGE/
CUSTODIAL

0.8 0.4 0.1
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0.5 0.8 0.1
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0.8

0.8 0.5 0.1
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1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM.

general notes

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 GA. 
LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN INTEGRATED 
WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & HARDWARE 
PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED ACCESS 
ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB EACH 
SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO - MULTI-
COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, FULL 
HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR WOOD 
CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS AND 
EACH DOOR WITH ROOM SIGNAGE, 6"x6" CAST 
ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY - DIRECTIONAL 
SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, OFFSET. CAB 

HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS INSERTS -48" 

HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO INTERNAL 

DRAIN SYSTEM. ALTERNATIVE SURFACE, TILE PER 
KEYNOTES.
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1
2nd floor reference floor plan

keynotes

0.1 CAST IN PLACE CONCRETE COLUMN,

0.4 INTEGRAL COLOR CMU.

0.5 1" CLEAR INSULATED GLAZING IN STOREFRONT
FRAMING SYSTEM.

0.6 SPANDREL PANEL IN STOREFRONT FRAMING
SYSTEM.

0.8 EIFS WALL SYSTEM WITH INTEGRAL COLOR.

0.17 GLASS GUARDRAIL SYSTEM.
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262 SF

FIREFIGHTER
LOBBY
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IDF
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PRKG STORAGE

UP 5.68%

188 SF

PRKG OFFICE

GOLF 
CART

(9) LONG TERM 
BICYCLE PARKING

(16) LONG TERM 
BICYCLE PARKING

93 SF

ELECT.

7

2

209 SF
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UP - 15.44% UP - 7.42%
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0.10

SHAFT

STAIR A

ELEV 1 ELEV 2 ELEV 3

ELEV 4 ELEV 5 ELEV 6 ELEV 8

ELEV 7

TRASH CHUTE

STAIR B

SHAFT
0.12

0.12
0.110.10 0.1

0.1

0.10

0.80.80.8

THIS LEVEL - 38 PARKING SPOTSTHIS LEVEL - 34 PARKING SPOTS

30'-0"

0.10

183 SF

STORAGE

0.11 0.10

0.200.20

0.200.20

1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM.

general notes

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 GA. 
LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN INTEGRATED 
WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & HARDWARE 
PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED ACCESS 
ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB EACH 
SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO - MULTI-
COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, FULL 
HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR WOOD 
CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS AND 
EACH DOOR WITH ROOM SIGNAGE, 6"x6" CAST 
ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY - DIRECTIONAL 
SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, OFFSET. CAB 

HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS INSERTS -48" 

HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO INTERNAL 

DRAIN SYSTEM. ALTERNATIVE SURFACE, TILE PER 
KEYNOTES.
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7350 EAST SPEEDWAY 210
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3rd floor reference floor plan

keynotes

0.1 CAST IN PLACE CONCRETE COLUMN,

0.8 EIFS WALL SYSTEM WITH INTEGRAL COLOR.

0.10 CRASH GUARD WITH CABLE RESTRAINT
SYSTEM.

0.11 DECORATIVE PERFORATED METAL PANELS
OVER METAL FRAMING.

0.12 RAINSCREEN SYSTEM #1 - ALUMINUM
COMPOSITE METAL PANELS, MEMBRANE
WATERPROOFING, GLASS-MAT GYPSUM
SHEATHING, METAL STUD FRAMING, R-19
INSULATION, VAPOR BARRIED, 5/8" GYPSUM
BOARD.

0.20 ELECTRIC CHARGING STATIONS.
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UP - 5.68%

665 SF
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262 SF

FIREFIGHTER
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STORAGE

183 SF

STORAGE
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ELEV 4 ELEV 5 ELEV 6 ELEV 8

ELEV 7

SHAFT

TRASH CHUTE

STAIR B

10'-0" 30'-0" 4'-0" 26'-0" 30'-0" 30'-0" 30'-0" 30'-0" 26'-0" 4'-0" 30'-0" 10'-0"

22
'-0

"
23

'-0
"

12
'-4

"
16

'-8
"

20
'-0

"
20

'-0
"

THIS LEVEL - 71 PARKING SPOTS

0.11

0.20

0.20

1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM.

general notes

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 GA. 
LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN INTEGRATED 
WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & HARDWARE 
PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED ACCESS 
ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB EACH 
SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO - MULTI-
COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, FULL 
HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR WOOD 
CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS AND 
EACH DOOR WITH ROOM SIGNAGE, 6"x6" CAST 
ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY - DIRECTIONAL 
SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, OFFSET. CAB 

HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS INSERTS -48" 

HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO INTERNAL 

DRAIN SYSTEM. ALTERNATIVE SURFACE, TILE PER 
KEYNOTES.
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typical parking deck - levels 4 - 8

keynotes

0.1 CAST IN PLACE CONCRETE COLUMN,

0.11 DECORATIVE PERFORATED METAL PANELS
OVER METAL FRAMING.

0.20 ELECTRIC CHARGING STATIONS.
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THIS LEVEL - 65 PARKING SPOTS

0.11

0.20

0.20

1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM.

general notes

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 GA. 
LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN INTEGRATED 
WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & HARDWARE 
PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED ACCESS 
ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB EACH 
SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO - MULTI-
COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, FULL 
HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR WOOD 
CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS AND 
EACH DOOR WITH ROOM SIGNAGE, 6"x6" CAST 
ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY - DIRECTIONAL 
SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, OFFSET. CAB 

HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS INSERTS -48" 

HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO INTERNAL 

DRAIN SYSTEM. ALTERNATIVE SURFACE, TILE PER 
KEYNOTES.
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1
top parking floor - Level 9

keynotes

0.1 CAST IN PLACE CONCRETE COLUMN,

0.10 CRASH GUARD WITH CABLE RESTRAINT
SYSTEM.

0.11 DECORATIVE PERFORATED METAL PANELS
OVER METAL FRAMING.

0.12 RAINSCREEN SYSTEM #1 - ALUMINUM
COMPOSITE METAL PANELS, MEMBRANE
WATERPROOFING, GLASS-MAT GYPSUM
SHEATHING, METAL STUD FRAMING, R-19
INSULATION, VAPOR BARRIED, 5/8" GYPSUM
BOARD.

0.20 ELECTRIC CHARGING STATIONS.
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1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM.

general notes

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 GA. 
LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN INTEGRATED 
WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & HARDWARE 
PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED ACCESS 
ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB EACH 
SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO - MULTI-
COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, FULL 
HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR WOOD 
CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS AND 
EACH DOOR WITH ROOM SIGNAGE, 6"x6" CAST 
ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY - DIRECTIONAL 
SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, OFFSET. CAB 

HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS INSERTS -48" 

HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO INTERNAL 

DRAIN SYSTEM. ALTERNATIVE SURFACE, TILE PER 
KEYNOTES.
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typical office deck - level 10-14

keynotes

0.1 CAST IN PLACE CONCRETE COLUMN,

0.2 POST-TENSIONED CONCRETE FLOOR SLAB



1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM.

general notes

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 GA. 
LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN INTEGRATED 
WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & HARDWARE 
PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED ACCESS 
ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB EACH 
SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO - MULTI-
COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, FULL 
HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR WOOD 
CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS AND 
EACH DOOR WITH ROOM SIGNAGE, 6"x6" CAST 
ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY - DIRECTIONAL 
SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, OFFSET. CAB 

HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS INSERTS -48" 

HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO INTERNAL 

DRAIN SYSTEM. ALTERNATIVE SURFACE, TILE PER 
KEYNOTES.
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0.1 CAST IN PLACE CONCRETE COLUMN,

n
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rt

h1/8" = 1'-0"a1.6

1
typical residential level - level 15-18
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1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM.

general notes

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 GA. 
LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN INTEGRATED 
WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & HARDWARE 
PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED ACCESS 
ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB EACH 
SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO - MULTI-
COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, FULL 
HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR WOOD 
CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS AND 
EACH DOOR WITH ROOM SIGNAGE, 6"x6" CAST 
ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY - DIRECTIONAL 
SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, OFFSET. CAB 

HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS INSERTS -48" 

HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO INTERNAL 

DRAIN SYSTEM. ALTERNATIVE SURFACE, TILE PER 
KEYNOTES.
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h1/8" = 1'-0"a1.7

1
penthouse deck - level 19

keynotes

0.1 CAST IN PLACE CONCRETE COLUMN,

0.5 1" CLEAR INSULATED GLAZING IN STOREFRONT
FRAMING SYSTEM.

0.13 RAINSCREEN SYSTEM #2 - FIBER CEMENT
PANELS, MEMBRANE WATERPROOFING,
GLASS-MAT GYPSUM SHEATHING, METAL STUD
FRAMING, R-19 INSULATION, VAPOR BARRIED,
5/8" GYPSUM BOARD.

0.16 PRE-FINISHED MECHANICAL LOUVER.

0.17 GLASS GUARDRAIL SYSTEM.

0.19 NANA SLIDING WALL SYSTEM.
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1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM.

general notes

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 GA. 
LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN INTEGRATED 
WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & HARDWARE 
PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED ACCESS 
ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB EACH 
SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO - MULTI-
COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, FULL 
HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR WOOD 
CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS AND 
EACH DOOR WITH ROOM SIGNAGE, 6"x6" CAST 
ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY - DIRECTIONAL 
SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, OFFSET. CAB 

HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS INSERTS -48" 

HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO INTERNAL 

DRAIN SYSTEM. ALTERNATIVE SURFACE, TILE PER 
KEYNOTES.
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roof plan

keynotes

0.12 RAINSCREEN SYSTEM #1 - ALUMINUM
COMPOSITE METAL PANELS, MEMBRANE
WATERPROOFING, GLASS-MAT GYPSUM
SHEATHING, METAL STUD FRAMING, R-19
INSULATION, VAPOR BARRIED, 5/8" GYPSUM
BOARD.

0.18 MEMBRANE ROOFING OVER TAPERED
INSULATION.
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1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM.

general notes

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 GA. 
LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN INTEGRATED 
WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & HARDWARE 
PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED ACCESS 
ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB EACH 
SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO - MULTI-
COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, FULL 
HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR WOOD 
CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS AND 
EACH DOOR WITH ROOM SIGNAGE, 6"x6" CAST 
ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY - DIRECTIONAL 
SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, OFFSET. CAB 

HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS INSERTS -48" 

HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO INTERNAL 

DRAIN SYSTEM. ALTERNATIVE SURFACE, TILE PER 
KEYNOTES.
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Level 16
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288' - 0"

Level 18
299' - 0"

Level 19
311' - 0"

Roof
325' - 0"

High Retail
101' - 5"

1

a5.1

T.O. PARAPET 343' - 0"

Basement
88' - 0"

1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM.

general notes

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 GA. 
LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN INTEGRATED 
WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & HARDWARE 
PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED ACCESS 
ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB EACH 
SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO - MULTI-
COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, FULL 
HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR WOOD 
CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS AND 
EACH DOOR WITH ROOM SIGNAGE, 6"x6" CAST 
ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY - DIRECTIONAL 
SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, OFFSET. CAB 

HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS INSERTS -48" 

HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO INTERNAL 

DRAIN SYSTEM. ALTERNATIVE SURFACE, TILE PER 
KEYNOTES.
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revisions

7350 EAST SPEEDWAY 210
TUCSON, ARIZONA 85710

(520) 326-3700
(520) 326-1148
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100' - 0"

Level 14
254' - 0"
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Low Retail
99' - 0"
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1
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1
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T.O. PARAPET 343' - 0"
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OPEN OPEN
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OPEN OPEN

1

a5.1

Basement
88' - 0"

1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM.

general notes

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 GA. 
LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN INTEGRATED 
WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & HARDWARE 
PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED ACCESS 
ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB EACH 
SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO - MULTI-
COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, FULL 
HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR WOOD 
CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS AND 
EACH DOOR WITH ROOM SIGNAGE, 6"x6" CAST 
ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY - DIRECTIONAL 
SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, OFFSET. CAB 

HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS INSERTS -48" 

HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO INTERNAL 

DRAIN SYSTEM. ALTERNATIVE SURFACE, TILE PER 
KEYNOTES.
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7350 EAST SPEEDWAY 210
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Level 8
182' - 0"

Level 15
266' - 0"

Level 16
277' - 0"

Level 17
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Level 18
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Level 19
311' - 0"

Roof
325' - 0"

High Retail
101' - 5"

Low Retail
99' - 0"

C1 H1

general notes

1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 
GA. LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN 
INTEGRATED WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & 
HARDWARE PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED 
ACCESS ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB 
EACH SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO -
MULTI-COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, 
FULL HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR 
WOOD CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS 
AND EACH DOOR WITH ROOM SIGNAGE, 6"x6" 
CAST ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY -
DIRECTIONAL SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 

FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER 

OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB 

RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, 

OFFSET. CAB HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS 

INSERTS -48" HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO 

INTERNAL DRAIN SYSTEM. ALTERNATIVE 
SURFACE, TILE PER KEYNOTES.
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OFFICE

OFFICE
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OFFICE
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RESID.

RESID.

RESID.

PNTHS.

Basement
88' - 0"

general notes

1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 
GA. LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN 
INTEGRATED WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & 
HARDWARE PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED 
ACCESS ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB 
EACH SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO -
MULTI-COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, 
FULL HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR 
WOOD CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS 
AND EACH DOOR WITH ROOM SIGNAGE, 6"x6" 
CAST ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY -
DIRECTIONAL SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 

FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER 

OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB 

RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, 

OFFSET. CAB HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS 

INSERTS -48" HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO 

INTERNAL DRAIN SYSTEM. ALTERNATIVE 
SURFACE, TILE PER KEYNOTES.
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PARKING
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PARKING
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OFFICE

OFFICE

OFFICE

RESID.
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T.O. PARAPET 343' - 0"

OFFICE

RESID.

RESID.

general notes

1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 
GA. LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN 
INTEGRATED WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & 
HARDWARE PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED 
ACCESS ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB 
EACH SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO -
MULTI-COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, 
FULL HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR 
WOOD CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS 
AND EACH DOOR WITH ROOM SIGNAGE, 6"x6" 
CAST ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY -
DIRECTIONAL SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 

FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER 

OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB 

RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, 

OFFSET. CAB HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS 

INSERTS -48" HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO 

INTERNAL DRAIN SYSTEM. ALTERNATIVE 
SURFACE, TILE PER KEYNOTES.

job

date

revisions

7350 EAST SPEEDWAY 210
TUCSON, ARIZONA 85710

(520) 326-3700
(520) 326-1148

www.swaimaia.com
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general notes

1. EXTERNAL WALLS
A. 6" x 18/20 GA. METAL STUDS @ 16" O.C.
B. BATT INSULATION R-19 WITH FOIL FACING
C. 5/8" GLASS MATT SHEATHING
D. FLUID APPLIED WATER BARRIER
E. FINISH OPTIONS PER NOTES
F. MASONRY - 8x4x16 INTEGRAL COLOR WITH 

GROUND FACE - (2) COLORS.
2. ROOFING

A. TAPERED INSULATION, MIN 20. WITH 80 MIL. 
PVC ROOFING SYSTEM, 30 YEAR 
WARRANTY, SLOPE TO INTERNAL DRAINS.

B. ROOF DECK PAVER SYSTEM - TILE TECH 
COOL-ROOF SERIES WITH ADJUSTABLE 
PEDESTALS.

C. PROVIDE ROOFTOP ACCOMODATIONS FOR 
WINDOW WASHING EQUIPMENT.

3. WINDOWS / ENTRANCES
A. THERMALLY BROKEN ANODIZED 6" 

ALUMINUM
B. 1" INSULATED GLAZING, PPG Z75, 

SPANDREL GLASS - 60%, USE PYROLYTIC 
SELF CLEANING GLASS COATING

C. INDUSTRIAL SLIDERS @ APARTMENTS, 
SOME OPERABLE UNITS ELSEWHERE.

D. EXTERIOR SYSTEMS MAY BE SLAB TO SLAB 
WITH SLAB EDGE CONSLURE OR A 
CURTAIN WALL SYSTEM

4. EXTERIOR HOLLOW METAL FRAMES & DOORS - 16 
GA. LEVEL 3

5. INTERIOR FRAMES - ALUMINUM WESTERN 
INTEGRATED WITH TRANSOM & SIDELITES

6. WOOD DOORS - PLASTIC LAMINATE CLAD & 
HARDWARE PREPARED.

7. DOOR HARDWARE - ALLEGION CONTROLLED 
ACCESS ON DOORS.

8. INTERIOR PARTITIONS - 3 5/8" & 6" x 20 GA. METAL 
FRAMING @ 16" O.C. SOUND BATTS & 5/8" GWB 
EACH SIDE WITH LEVEL 5.

9. FLOORS - PUBLIC AREAS: EPOXY TERRAZZO -
MULTI-COLOR.

10. TILE - 12x24, PORCELAIN TILE FLOORS & WALLS, 
FULL HEIGHT IN RESTROOMS. ACCENT TILES.

11. ACOUSTICAL CEILINGS - ARMSTRONG LINEAR 
WOOD CEILING IN PUBLIC LOBBIES.

12. RESTROOM PARTITIONS SHALL BE 1" HDPE. FULL 
COMPLIMENT OF TOILET ACCESSORIES.

13. SIGNAGE - BUILDING NAME, BUILDING NUMBERS 
AND EACH DOOR WITH ROOM SIGNAGE, 6"x6" 
CAST ALUMINUM WITH LOGO.

14. MAIN BUILDING DIRECTORY IN LOBBY -
DIRECTIONAL SIGNAGE, EACH FLOOR.

15. ELEVATORS
A. PASSENGER CARS RATED @ 4000 LBS, 500 

FPM.
B. PASSENGER CAR DOORS 4'x7' CENTER 

OPENING. 
C. TWO FIRE SERVICE CARS - 4,500 LB 

RATING, 500 FPM.
D. SERVICE SIZE DOORS 4'-6" W x 8' HIGH, 

OFFSET. CAB HEIGHT 9'-0".
E. CLASS A LOADING, ALL CARS.

16. BALCONIES
A. ALUMINUM RAILING SYSTEM WITH GLASS 

INSERTS -48" HIGH.
B. DECK SYSTEM - EPOXY COATING SLOPE TO 

INTERNAL DRAIN SYSTEM. ALTERNATIVE 
SURFACE, TILE PER KEYNOTES.
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75 E BROADWAY 

AMENITIES AND HARDSCAPE | DESIGN AND SPECS TBD

OUTDOOR DINING
WITHIN AND ADJACENT 

TO PEDESTRIAN CORRIDOR

MOVIE SCREEN/PANEL 
FOR MOVIES IN THE 

PEDESTRIAN CORRIDOR 

PAVEMENT B | CONCRETE
NEUTRAL GREY
SMOOTH FINISH

PAVEMENT A | CONCRETE
EARTH TONE COLOR

SAND FINISH

METAL PLANTER
TO MATCH TEP  

 

FOUNDATION LANDSCAPE
AT GRADE

TO MATCH SCOTT AVE

TREE GRATE
WEATHERED STEEL

ILLUSTRATIVE IMAGERY AND MATERIALS 5.16.19

PAVEMENT C | PAVERS
TO COMPLEMENT  

BUILDING MASONRY  
 

HANGING PLANTERS
WITHIN PEDESTRIAN 

CORRIDOR

LOW CONCRETE STAGE
WITHIN PEDESTRIAN 

CORRIDOR

FESTOON LIGHTING
 WITHIN THE PEDESTRIAN 

CORRIDOR

BIKE RACKS
CONTEMPORARYAESTHETIC 
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